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NOTES
1. ALL DISTRIBUTION BOARDS AND CIRCUIT PROTECTION SHOWN ON THIS DRAWING ARE EXISTING UNLESS NOTED
OTHERWISE. REFER TO INDIVIDUAL CIRCUIT LABELS FOR NEW/EXISTING STATUS.
Jg Confirm 2. EXISTING MEN / EARTHING ARRANGEMENT RETAINED. MEN AT THE UPSTREAM SUPPLY ONLY — NO MEN AT ANY
ESSENTIAL POLE BOARD.
(existing) 3. CONTRACTOR TO VERIFY EARTH FAULT LOOP Zs AT EACH POLE AND CONFIRM PROTECTION DISCONNECTION TIMES
y 7 COMPLY WITH AS/NZS 3000 PRIOR TO ENERGISATION.
43 4. ALL FINAL LUMINAIRE SUBCIRCUITS TO BE PROTECTF" = A RCBO, ONE PER LUMINAIRE — ACTI9 iC60, 1P+N,
TBC C10, 30 mA.
5. REMOVE THE EXISTING LUMINAIRE CABLIN~ 'TING CABLE FROM THE DRIVER TO THE
LUMINAIRE. THE NEW DC RISER FRO" ) LUMINAIRE IS 3C+E 2.5mm?2 Cu X-90. ROUTE
LENGTHS VERIFIED ON SITE.
a 6. THE DC RISER TO BE SUP™ Y THE FULL CABLE WEIGHT OVER THE
| MAST HEIGHT.
| 7. EACH LUMINA™ MVIINALS IN THE POLE BOARD. THE
: DRIVER ™~ SR-TO-LUMINAIRE CONNECTION. ALL
| ESSENTIAL APRON LIGHTING cor _
@ TBG DISTRIBUTION BOARD SLD 8 HE DRIVER WARRANTY.
| "HEIR OWN MAIN ISOLATOR AND
|
: JRDERING. REFER CABLE
| NEW LOAD CENTRE +NZS 3008.
| | | | JIN-MOUNTED ACTI9 HRC FUSE
3 DB-D13W
\m ESSENTIAL LENT, IP40, INSTALLED IN THE RETAINED CABINET,
S— . 1 . 1 . 1 74 _M A 3-PHASE ACTI9 COMB BUSBAR, ALTERNATING L1/L2/L3
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