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NOTES
1. ALL DISTRIBUTION BOARDS AND CIRCUIT PROTECTION SHOWN ON THIS DRAWING ARE EXISTING UNLESS NOTED
OTHERWISE. REFER TO INDIVIDUAL CIRCUIT LABELS FOR NEW/EXISTING STATUS.
Jg Confirm CABLE SCHEDULE - new luminaire finals (board terminals -> mast head) 2. EXISTING MEN / EARTHING ARRANGEMENT RETAINED. MEN AT THE UPSTREAM SUPPLY ONLY — NO MEN AT ANY
ESSENTIAL REF FROM TO CABLE LEN POLE BOARD.
(existing) D1EN-COT | DB termnats | Lum 1 €55) | 2.6mm2 30+ Gux90 | 50m 3. CONTRACTOR TO VERIFY EARTH FAULT LOOP Zs AT EACH POLE AND CONFIRM PROTECTION DISCONNECTION TIMES
Y/ V4 . COMPLY WITH AS/NZS 3000 PRIOR TO ENERGISATION.
7 3 < D18N-C02 DB terminals Lum 2 (ESS) 2.5mm2 3C+E Cu X-90 50 m .
P 4. ALL FINAL LUMINAIRE SUBCIRCUITS TO BE PROTECTED BY A TYPE A RCBO, ONE PER LUMINAIRE — ACTI9 iC60, 1P+N,
D18N-C03 DB terminals Lum 3 (ESS) 2.5mm2 3C+E Cu X-90 50 m C10. 30 mA
TBC , ’ ’
D18N-C04 DB terminals Lum 4 (ESS) 2.5mm2 3C+E Cu X-90 S0m 5. REMOVE THE EXISTING LUMINAIRE CABLING AND REPLACE THE LIGHTING CABLE FROM THE DRIVER TO THE
D18N-C05 DB terminals Lum 5 (NE) 2.5mm2 3C+E Cu X-90 50 m LUMINAIRE. THE NEW DC RISER FROM THE BOARD TO THE MAST-HEAD LUMINAIRE IS 3C+E 2.5mm? Cu X-90. ROUTE
D18N-C06 | DB terminals | Lum 6 (NE) 2.5mm2 3C+E Cu X-90 | 50 m LENGTHS VERIFIED ON SITE.
Y : D18N.CO7 DB terminals Lum 7 (NE) o 5mm2 3C+E Cu X.90 | 50 m 0. I\T/II';I‘I;_IIE)(:';I(;SE_I? TO BE SUPPORTED BY A CATENARY WIRE RATED TO CARRY THE FULL CABLE WEIGHT OVER THE
I - i + _ |
| D1SNCO8 | DBterminals | bum 8 (N®) 25mm2 SC+ECu X9 | %0m 7. EACH LUMINAIRE DC RISER LANDS ON A DEDICATED SET OF LABELLED TERMINALS IN THE POLE BOARD. THE
: DRIVER CONNECTS TO THE RISER VIA THESE TERMINALS — NO DIRECT DRIVER-TO-LUMINAIRE CONNECTION. ALL
| ESSENTIAL APRON LIGHTING CONNECTIONS TO BE MADE ON LABELLED TERMINALS.
@ TBC DISTRIBUTION BOARD SLD 8. INSULATION-RESISTANCE TESTING AT 250 V DC MAXIMUM. A 500 V TEST VOIDS THE DRIVER WARRANTY.
| 9. DUAL-SUPPLY BOARDS: ESSENTIAL AND NON-ESSENTIAL SECTIONS EACH HAVE THEIR OWN MAIN ISOLATOR AND
I SURGE PROTECTION. THE TWO SECTIONS ARE NOT PARALLELED.
: 10. ALL CABLE TYPES, SIZES AND ROUTE LENGTHS TO BE VERIFIED ON SITE PRIOR TO ORDERING. REFER CABLE
| EXISTING BOARD SCHEDULE FOR CABLE DETAILS. ALL WORK TO COMPLY WITH AS/NZS 3000 AND AS/NZS 3008.
_ _ 11. INSTALL NEW SPD (SCHNEIDER ACTIQ iPRF1 12.5r, TYPE 1+2), SUPPLIED VIA A DIN-MOUNTED ACTI9 HRC FUSE
3 DB-D18N CARRIER, ONE PER SECTION.
63A NEW x ESSENTIAL 12. EXISTING BOARD/CHASSIS RETAINED; NEW TYPE A RCBOS ON LIGHTING CIRCUITS ONLY; EXISTING AUX
_ _ _ _ PROTECTION RETAINED; LUMINAIRE + DRIVER SWAP.
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